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¶ Heat Your Home 

¶ Cool Your Home 

¶ Ventilate Your Home 

¶ All With One Unit 
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 GETTING STARTED 1

The unit is shipped complete with the following: 
 

1. The air-handler HRV module 

2. Circulating pump  

3. Check valve 

4. Filters 

5. HRV drain kit   

 

Additional items required which are field installed include: plumbing fittings and valves such as an air 

purge valve, anti-scald valve, shut off valve, gate valves, pipe insulation and drain valves. Also required 

are duct fittings, a thermostat, a de-humidistat and other accessories such as grills and wire. 
 

Note: When locating/placing the Enerboss, ensure there is a minimum clearance of 8 inches below to 

allow for drain pipe connections. This can be accomplished by way of stand (Part # Ener Stand) or 

blocks. 

 ELECTRICAL CONNECTIONS 2
 

A single point, hard-wired electrical connection requiring 115 VAC service and a dedicated 15 amp 

fused circuit (20 Amp for EN9X series, 1 hp). 

 

 CONTROL WIRING 3

 

3.1 Thermostat 

 

A heat/cool thermostat with fan switch connects to J7 

R, G, Y, W1.  C is 24V common. W2, X1,X2,X3,X4 

are not used. 

 

3.2 Ventilation controls 

A two wire dehumidistat and/or mechanical timers 

connect to J85&3 (24V and Humidity) for automatic 

high speed ventilation.  Nu-Airôs WIN20 push button 

connects to J8 1,2&5.  

 

3.3 Boiler interlock 

J6 1&2 labeled relay provide dry contact switch closure whenever there is a call for heat from the 

thermostat.  Conect these to the boilers thermostat terminals. 
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 DIMENSIONAL DATA 4

4.1 EN40 
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4.2 EN4P, EN4L 
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4.3 EN70 
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4.4 EN7P, EN7L 
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4.6 EN90 

 

 

 




























































